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Springdale Fire Department 
Policy & Procedures Manual 
Volume 2 – Operations 
Section 203 – Fire Operations 
203.12 Buildings Equipped with Fire Protection Systems 
 

Company Officers shall review, at least quarterly, with assigned personnel, buildings equipped 
with automatic sprinkler systems or other fire protection systems to be familiar with the following: 

 

• Locations of the fire department connection, fdc hydrant, and water supply hydrant. 
• Control valves for sprinkler system. 
• Fire Pump location and controls. 
• Location of hose valves and standpipe connections. 
• Location of fire alarm panel(s). 
• Unique fire protection systems or other conditions that present special consideration. 

 

Company Officers should strive to maintain familiarity with buildings located in their first and 
second due areas. 

 
 


